


NOTE:
INSTALL EXTERNAL

24" MINIMUM

CHECK VALVES ON
ALL SPRAYHEADS
THAT ARE GREATER
THAN 8 VERTICAL
FEET IN ELEVATION
LOWER THAN THE
HIGHEST POINT ON
THE COMBINED
NON-PRESSURE
LATERAL LINE FOR
THE ENTIRE ZONE.
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POP-UP ROTOR HEAD
(SEE SPECIFICATIONS)

EXTERNAL CHECK VALVE
(SEE SPECIFICATIONS)

@ FINISH GRADE

ADJACENT HARDSCAPE
(IF APPLICABLE)

3/4" x 2" SCH. 80 NIPPLE
(1 REQUIRED)

®

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

3/4" FIPT x FIPT SCH. 40
90 DEGREE ELBOW (1 REQUIRED)

@ 3/4" x 8" PVC SCH. 80 NIPPLE
9 3/4" FIPT X MIPT SCH. 40
90 DEGREE ELBOW (2 REQUIRED)

S xS xTTEE IN LATERAL LINE
(LATERAL SIZE x 3/4" FIPT)

NON-PRESSURE LATERAL LINE
(SIZE AS NOTED ON PLAN)

OF RIvEN
< "6? \

oo*

6" POP-UP ROTOR

WITH EXTERNAL CHECK VALVE

APPROVED BY:

3|l=1 |_Oll

REV: DATE: 03-05-12

FILE: I-070_6 POP UP ROTOR.DWG




NOTE:

INSTALL EXTERNAL
CHECK VALVES ON
ALL SPRAYHEADS
THAT ARE GREATER
THAN 8 VERTICAL
FEET IN ELEVATION

24" MINIMUM
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LOWER THAN THE . 5 ‘ \ \

HICHEST POINT ON == B = = =TT
THE COMBINED EEEIE TN
NON-PRESSURE === ===l ==
LATERAL LINE FOR Sl ===
THE ENTIRE ZONE. I S
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POP-UP ROTOR HEAD 3/4" FIPT x FIPT SCH. 40
(SEE SPECIFICATIONS) 90 DEGREE ELBOW (1 REQUIRED)
EXTERNAL CHECK VALVE 3/4" x 8" PVC SCH. 80 NIPPLE
(SEE SPECIFICATIONS) @ X CsC

e 3/4" FIPT X MIPT SCH. 40

(3) FINISH GRADE 90 DEGREE ELBOW (2 REQUIRED)

ADJACENT HARDSCAPE S xS xTTEE IN LATERAL LINE

(IF APPLICABLE) @ (LATERAL SIZE x 3/4" FIPT)

3/4" x 2" SCH. 80 NIPPLE NON-PRESSURE LATERAL LINE
@ (1 REQUIRED) (SIZE AS NOTED ON PLAN)

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT ORIV
S2K 7\

12" POP-UP ROTOR

WITH EXTERNAL CHECK VALVE
3"=1"_0" REV: DATE: 03-05-12

FILE: I-071_12 POP UP ROTOR.DWG

APPROVED BY:




NOTE:

ADJUST PLANT MATERIAL SO AS
NOT TO OBSTRUCT ROTOR
HEAD

A ),
— [ FT=TT—=T= —
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3/4" FIPT X FIPT SCH 40
GEAR DRIVEN ROTOR
(SEE SPECIFICATIONS) 90 DEGREE ELBOW (1 REQUIRED)
SPRINKLER STABILIZER BAR " x 8"
S RINKLER STABILIZES 3/4" x 8" PVC SCH. 80 NIPPLE
3/4" FIPT X MIPT SCH 40
(3) Bet SPEaFIcATIONS) T 30 DEGREE ELBOW (2 REQUIRED)
EXTERNAL CHECK VALVE (15) NON-PRESSURE LATERAL LINE
(SEE SPECIFICATIONS) (SIZE NOTED ON PLAN)
" s o S xS x T TEE IN LATERAL LINE
(5) 3/4"x 24" PVC SCH. 80 RISER (LATERAL LINE SIZE x 3/4" FIPT)

@ FINISH GRADE

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT
SHRUB ROTOR ON RISER

APPROVED BY:
WITH CHECK VALVE 5
11/2"=1'-0" REV: DATE: 03-05-12

FILE: I-072_ROTOR RISER.DWG



NOTE:
ADJUST PLANT MATERIAL SO AS
NOT TO OBSTRUCT ROTOR HEAD

INSTALL SO THAT RISER
ASSEMBLY IS PERPENDICULAR TO
FINISH GRADE
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GEAR DRIVEN ROTOR 3/4" FIPT X FIPT SCH 40

(SEE SPECIFICATIONS)

SPRINKLER STABILIZER BAR
(SEE SPECIFICATIONS)

SPRINKLER STABILIZER TIE
(SEE SPECIFICATIONS)

EXTERNAL CHECK VALVE
(SEE SPECSIFICATIONS)

@ 3/4" x 24" PVC SCH 80 RISER

®

@ FINISH GRADE

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

90 DEGREE ELBOW (1 REQUIRED)

3/4" x 8" PVC SCH. 80 NIPPLE

3/4" FIPT X MIPT SCH 40
90 DEGREE ELBOW (2 REQUIRED)

NON-PRESSURE LATERAL LINE
(SIZE NOTED ON PLAN)

S xS xTTEE IN LATERAL LINE
(LATERAL LINE SIZE x 3/4" FIPT)

< oF Rn, N

SHRUB ROTOR ON RISER (ON SLOPE)

s

WITH CHECK VALVE

APPROVED BY:

11/2"=1"-0"

DATE: 03-05-12

REV:

FILE: I-073_ROTOR RISER SLOPE.DWG




PVC LATERAL LINE FROM
ELECTRIC CONTROL VALVE

@ PVC SUPPLY MANIFOLD

@ MANIFOLD TO ELBOW CONNECTION

®
—®
—®
\\¥@ @ DRIP LINE LATERAL
—®
—®

AIR/VACUUM RELIEF VALVE
AT EACH HIGH POINT

@ AIR/VACUUM RELIEF LATERAL

2|

@ PVC FLUSH MANIFOLD

@ PERIMETER LATERALS
12" FROM EDGE

@ HARDSCAPE EDGE

@ AUTOMATIC FLUSH VALVE
PLUMBED TO FLUSH AT LOW POINT

SIS d B 6 J]
PLAN
NOTES:

1. INSTALLATION TO BE COMPLETED IN ACCORDANCE WITH
MANUFACTURER'S SPECIFICATIONS.

2. THE TOTAL LENGTH OF ALL INTERCONNECTED DRIP LINE
SHALL NOT EXCEED THE MAXIMUM RUN LENGTH.

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

SUBSURFACE PIPE AND TUBING LAYOUT

APPROVED BY:
END FED CONFIGURATION
N.T.S. REV: DATE: 03-05-12

FILE: I-080_SUBSURFACE PIPE END FED.DWG
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@ FINISH GRADE OF MULCH LAYER

@ 2" TUBING DEPTH

SCH. 40 PVC TEE / ELBOW
SXSXS/SXS

COMPRESSION / BARBED ADAPTER
(GLUE INTO PVC TEE / ELBOW)

PVC MANIFOLD/SUPPLY LINE
FROM DRIP VALVE AND FILTER

DRIP LINE WITH INTEGRAL EMITTERS
2" BELOW FINISH GRADE OF TOP SOIL

@ COMPRESSION / BARBED ELBOW

DRIP LINE

NOTES:

INSTALLATION TO BE COMPLETED IN ACCORDANCE WITH MANUFACTURER'S

SPECIFICATIONS.

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

< OF R/

SUBSURFACE PIPE AND TUBING MANIFOLD

ST\

APPROVED BY:

END FED CONFIGURATION

REV:

N.T.S.

DATE: 03-05-12

FILE: I-081_SUBSURFACE MANIFOLD END FED.DWG




PVC LATERAL LINE FROM
ELECTRIC CONTROL VALVE

@ PVC EXHAUST
@ MANIFOLD TO ELBOW CONNETION

@ DRIP LINE LATERAL

AIR/VACUUM RELIEF VALVE
AT EACH HIGH POINT

= tO——
= O
= O
= O

Lobddddd b be

@ AIR/VACUUM RELIEF LATERAL

@ PVC FLUSH MANIFOLD

@ PERIMETER LATERALS
12" FROM EDGE

@ HARDSCAPE EDGE

@ AUTOMATIC FLUSH VALVE
PLUMBED TO FLUSH AT LOW POINT

SIS d B 6 J]
PLAN
NOTES:

1. INSTALLATION TO BE COMPLETED IN ACCORDANCE WITH
MANUFACTURER'S SPECIFICATIONS.

2. THE TOTAL LENGTH OF ALL INTERCONNECTED DRIP LINE
SHALL NOT EXCEED THE MAXIMUM RUN LENGTH.

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

SUBSURFACE PIPE AND TUBING LAYOUT

APPROVED BY:
CENTER FED CONFIGURATION
N.T.S. REV: DATE: 03-05-12

FILE: I-082_SUBSURFACE PIPE CENTER FED.DWG
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ISOMETRIC

@ FINISH GRADE OF MULCH LAYER \

@ 2" TUBING DEPTH
SCH. 40 PVC TEE / ELBOW
SXSXS/SXS

COMPRESSION / BARBED ADAPTER
(GLUE INTO PVC TEE / ELBOW)

PVC MANIFOLD/SUPPLY LINE
FROM DRIP VALVE AND FILTER

DRIP LINE WITH INTEGRAL EMITTERS
2" BELOW FINISH GRADE OF TOP SOIL

@ COMPRESSION / BARBED TEE

NOTES:

INSTALLATION TO BE COMPLETED IN ACCORDANCE WITH MANUFACTURER'S
SPECIFICATIONS.

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT RV
(9&’

SUBSURFACE PIPE AND TUBING MANIFOLD
CENTER FED CONFIGURATION APPROVED BY:

N.T.S. REV: DATE: 03-05-12

FILE: I-083_SUBSURFACE MANIFOLD CENTER FED.DWG
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SUBSURFACE TUBING DEPTH
(SEE SPECIFICATIONS)

@ FINISH GRADE

@ 6" ROUND PLASTIC VALVE BOX
HEAT BRAND "AR" ON THE LID IN 1" TALL LETTERS

@ AIR VACUUM RELIEF VALVE
(SEE SPECIFICATIONS)

@ PVC SCH. 40 COMP X 1/2" FIPT X COMP TEE

@ SUBSURFACE TUBING
(SEE SPECIFICATIONS)

3/4" GRAVEL SUMP IN, UNDER AND
AROUND VALVE BOX. FILL TO TOP OF
VALVE BOX HOLES

INSTALL FILTER FABRIC AROUND  NOTE:
GRAVEL SUMP LOCATE AIR/VACUUM RELIEF

VALVES AT ALL HIGH POINTS
IN SUB SURFACE TUBING
SYSTEMS

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT s\«’v

AIR / VACUUM RELIEF VALVE

APPROVED BY:
ON SUBSURFACE TUBING
3"=1"_0" REV: DATE: 03-05-12

FILE: I-084_AIR RELIEF ON TUBING.DWG
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FINISH GRADE
(REFER TO PLANTING PLANS
AND SPECIFICATIONS)

@ 6" ROUND PLASTIC VALVE BOX
HEAT BRAND "AR" ON THE LID IN 1" TALL LETTERS

3/4" GRAVEL SUMP IN, UNDER AND AROUND
VALVE BOX (FILL TO TOP OF HOLES)

INSTALL FILTER FABRIC AROUND
GRAVEL SUMP

AIR/VACUUM RELIEF VALVE
WITH 1/2" MIPT

1/2" T X T SCH. 40 PVC
COUPLER NOTE:

) USE ONE AIR/VACUUM RELIEF
1S/|22ES§SHN8EOEB\|§% NIPPLE VALVE PER EVERY 7 GPM ON EACH
TERAL LINE S17E X 1/2" FIPT ZONE. REFER TO MANUFACTURER'S

@ 50 DEGREE ELBOW SPECIFICATIONS.

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

AIR / VACUUM RELIEF VALVE
ON PVC APPROVED BY:

11/2"=1"-0" REV: DATE: 03-05-12

FILE: I-085_AIR RELIEF ON PVC.DWG
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@ SHRUB OR GROUNDCOVER
(TYPICAL, SEE PLANTING DETAILS)

@ 2" - 4" BARK MULCH LAYER

@ AMMENDED SOIL MIX
(REFER TO PLANTING SPECIFICATIONS)

SUB-SURFACE TUBING, BURIED INTO SOIL MIN. 2"
(REFER TO IRRIGATION LEGEND)

TUBING STAKE (SEE
SPECIFICATIONS FOR SPACING
AND MODEL NUMBER)

TUBING SPACING VARIES 12" - 18"

ON CENTER BASED ON EMITTER
SPACING

TUBING DEPTH VARIES 4"-6"
PER MANUFACTURER'S GUIDELINES

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

SUBSURFACE TUBING SPACING AND DEPTH

APPROVED BY:

ST .-086 11/2"=1"-0" REV: DATE: 03-05-12

FILE: I-086_SUBSURFACE SPACING.DWG



TOP OF SLOPE

TOE OF SLOPE

Q ] 3
MANUAL FLUSH VALVE ASSEMBLY
@ (SEE DETAIL) @ CHECK VALVE
@ (ESMEIETDEERF EIT)FLEXIBLE RISER %FE'E gé%Xﬁ)ASSEMBLY
SWING ASSEMBLY FOR SLOPE TRANSITION
SHRUB SPACING
(VARIES - SEE PLANTING PLANS) (IF APPLICABLE)
@ PRESSURE REGULATOR IRRIGATION PRESSURE SUPPLY LINE

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT
POINT TO POINT IRRIGATION

APPROVED BY:
WITH BELOW GRADE LATERALS

N.T.S. REV: DATE: 03-05-12

FILE: 1—=090_POINT TO POINT BELOW GRADE.DWG



NOTE:

INSTALL DRIP EMITTER INSIDE OF
PLANT WATERING BASING ADJACENT
TO ROOT BALL

)
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@ SHRUB OR GROUNDCOVER @ AMENDED BACKFILL
@ PLANT WATERING BASIN @ 1/2" x 12" FLEXIBLE PVC
EMITTER NOZZLE AND SCREEN
SEE SPECIFICATIONS @ PLANT ROOT BALL

H 4 T TEE (OR ELBOW
(4) MULCH PER PLANTING DETAILS LATERAL SIZE % 12 Py )

@ LATERAL LINE

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT \
EMITTER ON FLEXIBLE RISER , //—
WITH BELOW GRADE LATERAL LINE |7 0V BY:

74T 10N

11/2"=1"-0" REV: DATE: 03-05-12
FILE: I-091_EMITTER ON RISER BELOW GRADE.DWG
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SLIP X MIPT SCH 40 PVC ADAPTER PVC SCH. 40 FIPT X FIPT ELL

(2 REQUIRED) (3 REQUIRED)

10" ROUND VALVE BOX (SEE @ FINISH GRADE

SPECIFICATIONS, DO NOT CUT

ADDITIONAL HOLES INTO BOX) 8 " PVC SCH. 80 RISER

18" LENGTH OF SCH. 40 FLEXIBLE 3/4" GRAVEL SUMP IN, UNDER AND AROUND

gﬁg;gg'gﬁ ggi FLUSHING VALVE BOX (FILL TO TOP OF HOLES)

(SI_ CI;lll-IE 48(?ZPE\§C BALL VALVE @ Icls\lg/;r%t ngR FABRIC AROUND

DRIP TUBING AND/OR LATERAL LINE

(5) CLOSED NIPPLE (2 REQUIRED) (SEE SPECIFICATIONS)

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

MANUAL FLUSH VALVE ASSEMBLY

APPROVED BY:
FOR POINT TO POINT DRIP
3"=1"_0" REV: DATE: 03-05-12

FILE: I-092_MANUAL FLUSH - POINT TO POINT.DWG
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12" POP-UP SPRAY HEAD @ 1/2" x 8" PVC SCH. 80 NIPPLE
(SEE SPECIFICATIONS)
INSTALL (1) ONE VAN NOZZLE 1/2" FIPT X MIPT SCH. 40

PER STANDARD PRODUCTS 90 DEGREE ELBOW (2 REQUIRED)

S xS xTTEE IN LATERAL LINE
F'ggiﬁgﬁ ADJUST TO CLOSED (LATERAL SIZE x 1/2" FIPT)

NON-PRESSURE LATERAL LINE
(2) FINISH GRADE (8) (SiZE AS NOTED ON PLAN)

@ 1/2" x 2" SCH. 80 NIPPLE

(1 REQUIRED) NOTE:
1/2" EIPT x EIPT SCH. 40 INSTALL (1) ONE DRIP OPERATION
90 DEGREE ELBOW (1 REQUIRED) INDICATOR NEAR VALVE BOX FOR

EACH DRIP ZONE. MARK LOCATION
FOR APPROVAL BY LMD
REPRESENTATIVE PRIOR TO
INSTALLATION.

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT ORIV
s 7\

DRIP OPERATION INDICATOR

APPROVED BY:
POP-UP TYPE
3"=1"-Q" REV: DATE: 03-05-12

FILE: I-093_DRIP OPERATION INDICATOR.DWG




TOP OF SLOPE
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NOTE:

ON GRADE DRIP
IRRIGATION MAY ONLY BE

DESIGNED AND

INSTALLED WITH PRIOR
WRITTEN APPROVAL OF
RCTD REPRESENTATIVE Nors

10

a

MANUAL FLUSH VALVE ASSEMBLY
3/4" S X 3/4" MHT WITH 3/4" FHT CAP

EMITTER ON FLEXIBLE RISER
(SEE ON GRADE EMITTER DETAIL)

SHRUB SPACING
(VARIES - SEE PLANTING PLANS)

@ PRESSURE REGULATOR IN BOX

@ CHECK VALVE

GALVANIZED VINYL COATED
"J" HOOK

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

PVC SCH. 40 UVR

LATERAL LINE

SWING ASSEMBLY FOR SLOPE
TRANSITION (IF APPLICABLE)

IRRIGATION PRESSURE
SUPPLY LINE
DRIP VALVE ASSEMBLY
(SEE DETAIL)

EMITTERS TO TREE
(SEE DETAIL)

@)

POINT TO POINT IRRIGATION

WITH ON GRADE LATERALS

APPROVED BY:

N.T.S.

REV:

DATE: 03-05-12

FILE: 1—094_POINT TO POINT ON GRADE.DWG




EMITTER NOZZLE AND SCREEN
SEE SPECIFICATIONS

GALVANIZED VINYL COATED
TUBING "J" HOOK

FLEXIBLE 1/2" RISER ASSEMBLY
WITH 1/2" MIPT THREADED ENDS

1/2" SCH 40 FIPT X FIPT
FEMALE ADAPTER

— == @ 1/2" SCH 40 UVR PVC

T:m:‘ ‘ ‘:‘ ‘ ‘:\ o @ BARK MULCH LAYER ON SLOPE
— I (WITH PRIOR APPROVAL ONLY)

@ PLANT ROOT BALL

AMENDED BACKFILL

@0 @ OEOEE

NOTE:

ON GRADE DRIP IRRIGATION MAY
ONLY BE DESIGNED AND INSTALLED
WITH PRIOR WRITTEN APPROVAL OF
RCTD REPRESENTATIVE

@ @ @®E@EE

INSTALL DRIP EMITTER INSIDE OF
PLANT WATERING BASING ADJACENT
TO ROOT BALL

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT OERITEN
\‘\‘

EMITTER ON FLEXIBLE RISER /0
WITH ON GRADE LATERAL LINE[" "

ON_ 0%

N.T.S. REV: DATE: 03-05-12

FILE: 1-095_EMITTER ON RISER ON GRADE.DWG




NOTE:

ALL TREES SHALL RECIEVE THE
NUMBER OF DRIP EMITTERS
SHOWN BELOW.

5 AND 15 GALLON TREES - 3
EMITTERS

24" BOX TREES -4 DRIP
EMITTERS

36" BOX TREES - 5 DRIP

EMITTERS
| 48"BOX TREES - 6 DRIP
EMITTERS

TREE WITH MORE THAN 3
EMITTERS SHALL USE

TT ASSEMBLIES IN KEEPING WITH
THE PVC FITTINGS AND NIPPLES

P @ . SHOWN ABOVE.
ST TN DRIP EMITTERS SHALL BE PLACE
|| TReE DIRECTLY ADJACENT TO TREE
~ \ \r\

- ROOTBALL.
(I J

o A/Yﬂ Oe——
@_/ ~ [ /U ALL IRRIGATION SHALL BE
@_/(( - / COMPLETELY INSTALLED PRIOR
TO PLANTING LAYOUT.
\ /

SCH 40 PVC UVR LATERAL LINES DRIP EMITTER
INSTALLED PARALLEL TO SLOPE FACE MINIMUM 3 PER TREE
SCH 40 UVR S XS XS TEEIN TREE PLANTING
LATERAL LINE PER PLANTING PLANS

1/2" SCH 40 UVR PVC OR FLEXIBLE PVC
ISTALLED PERPENDICULAR TO SLOPE

TREE DRIP EMITTER ASSEMBLY NOTE:

TO INCLUDE PVC FITTINGS:
1/2" UVR SLIP TEE ON GRADE DRIP IRRIGATION MAY
]g: H\\;E gEITPTgl(E)EELLS ONLY BE DESIGNED AND INSTALLED
1/2" UVR ST 90 ELLS WITH PRIOR WRITTEN APPROVAL OF
SALCO #A-050-12-2MA RCTD REPRESENTATIVE

SALCO #A-050-6-2MA
REBAR J-HOOKS

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

TREE EMITTER ON FLEXIBLE RISER

APPROVED BY:

WITH ON GRADE LATERAL LINE
N.T.S. REV: DATE: 03-05-12

FILE:1-096 _TREE EMITTER ON GRADE.DWG




NOTE:

THIS DRIP IRRIGATION METHOD MAY
BE USED ONLY WITH PRIOR
APPROVAL FROM RCTD

7

SEE SPECIFICATIONS FOR DRIP

o
o

EMITTER SCHEDULE

@T

A

T
AN

PLAN

N —F

SECTION llm

1T 1

DRIP EMITTER
(SEE SPECIFICATIONS)

6" GALVANIZED TUBING STAKE
(SEE SPECIFICATIONS)

1/4" TUBING
(SEE SPECIFICATIONS)

PRESSURE COMPENSATING MULTI-

®

@
®

OUTLET EMITTER (SEE SPECIFICATIONS

SCH. 40 PVC LATERAL LINE
(SEE PLAN FOR SIZE)

®

@ 1/2" x 2" PVC SCH 80 NIPPLE

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

SCH. 40 PVC 40 TEE IN LATERAL LINE
S xS x T (LATERAL SIZE x 1/2" FIPT)

FINISH GRADE
AND MULCH LAYER

®

@ PLANTING PIT

TREE ROOT BALL
®

6" ROUND VALVE BOX
DO NOT CUT ADDITIONAL
HOLES INTO BOX

DRIP IRRIGATION TO TREES

WITH MULTI-PORT EMITTER

APPROVED BY:

11/2"=1'-0"

REV:

DATE: 03-05-12

FILE: I-100_DRIP TREE MULTI-PORT.DWG




NOTE:

THIS DRIP IRRIGATION

METHOD MAY BE USED ONLY 1
WITH PRIOR APPROVAL
FROM RCTD ;
SEE SPECIFICATIONS FOR ﬁ”‘ N
EMITTER SCHEDULE %%@ V=
PLAN §

SECTION ‘%MM:‘MH

(7) RRIP EMITTER SCH. 40 PVC 40 TEE IN LATERAL LINE

(SEE SPECIFICATIONS) Sx S x T (LATERAL SIZE x 1/2" FIPT)
(2) & GALVANIZED TUBING STAKE (8) FINISH GRADE

(SEE SPECIFICATIONS) AND MULCH LAYER

1/4" TUBING
@ (SEE SPECIFICATIONS) @ PLANTING PIT

PRESSURE COMPENSATING MULTI-

OUTLET EMITTER (SEE SPECIFICATIONS) PLANT ROOT BALL

6" ROUND VALVE BOX

PVC LATERAL LINE
DO NOT CUT ADDITIONAL
(5) (SEE PLAN FOR SiZE) HOLES INTO BOX

@ 1/2" X 2" PVC SCH 80 NIPPLE

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

DRIP IRRIGATION TO SHRUBS
WITH MULTI-PORT EMITTER | (OVE0BY:

11/2"=1"-0" REV: DATE: 03-05-12

FILE: I-101_DRIP SHRUB MULTI-PORT.DWG




