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NOTE:

INSTALL EXTERNAL CHECK
VALVES ON ALL SPRAYHEADS
THAT ARE GREATER THAN 8
VERTICAL FEET IN ELEVATION
LOWER THAN THE HIGHEST
POINT ON THE COMBINED
NON-PRESSURE LATERAL LINE
FOR THE ENTIRE ZONE.

(P;RE'(%'EE %%E%;E.QCVX\%E,%?PLE %ZDII:EIGP-IQI)E(EF I|5P|_TE3%(\3/\I/-I'(14 (I)?EQUIRED)
(Esxgézgyéélgll-é%rfo\ll\lﬁél.)VE @ 1/2" x 8" PVC SCH. 80 NIPPLE
(3) FINISH GRADE (8) $6 DEGREE ELBOW (2 REQUIRED)
ABSEIT agpecPe EARRI SR IR e
© g re ® ERE AR ST

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT o5 R'v

05\

RECLAIMED 6" POP-UP BUBBLER %/—
WITH EXTERNAL CHECK VALVE [ "

74T:oN oS
3":1 '_O" REV: DATE: 03-05-12

FILE: R-053_POP UP BUBBLER - R.dwg
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POP-UP SPRAY HEAD WITH PURPLE
CAP (SEE SPECIFICATIONS)

EXTERNAL CHECK VALVE
(SEE SPECIFICATIONS)

FINISH GRADE

ADJACENT HARDSCAPE
(IF APPLICABLE)

1/2" x 2" SCH. 80 NIPPLE
(1 REQUIRED)

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

NOTE:

INSTALL EXTERNAL CHECK
VALVES ON ALL SPRAYHEADS
THAT ARE GREATER THAN 8
VERTICAL FEET IN ELEVATION
LOWER THAN THE HIGHEST
POINT ON THE COMBINED
NON-PRESSURE LATERAL LINE
FOR THE ENTIRE ZONE.

1/2" FIPT x FIPT SCH. 40
90 DEGREE ELBOW (1 REQUIRED)

@ 1/2" x 8" PVC SCH. 80 NIPPLE
e 1/2" FIPT X MIPT SCH. 40
90 DEGREE ELBOW (2 REQUIRED)

S xS xTTEE IN LATERAL LINE
(LATERAL SIZE x 1/2" FIPT)

PURPLE NON-PRESSURE LATERAL
LINE (SIZE AS NOTED ON PLAN)

OF RIvEN
< "é:? ¢

RECLAIMED 6" POP-UP SPRAY HEAD

05\

APPROVED BY: %

74T:oN 0(" 4

DATE: 03-05-12

WITH EXTERNAL CHECK VALVE
3|l=1 |_Oll

REV:
FILE: R-060_6 POP UP SPRAY HEAD - RDWG




®
©)
®
O,

®

24" MINIMUM

®E

DIk “ WL ot
mf\\\fmf |
\H*HHH*“‘

:EE =

NOTE:
INSTALL EXTERNAL CHECK
VALVES ON ALL SPRAYHEADS
THAT ARE GREATER THAN 8
VERTICAL FEET IN ELEVATION
LOWER THAN THE HIGHEST

N POINT ON THE COMBINED
NON-PRESSURE LATERAL LINE

= FOR THE ENTIRE ZONE.
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POP-UP SPRAY HEAD WITH PURPLE CAP 1/2" FIPT x FIPT SCH. 40
(SEE SPECIFICATIONS) 90 DEGREE ELBOW (1 REQUIRED)
EXTERNAL CHECK VALVE "y g
L BPECIFICAT ONS] @ 1/2" x 8" PVC SCH. 80 NIPPLE

1/2" FIPT X MIPT SCH. 40
FINISH GRADE (8) 96 DEGREE ELBOW (2 REQUIRED)
ADJACENT HARDSCAPE S x S x T TEE IN LATERAL LINE
(IF APPLICABLE) (LATERAL SIZE x 1/2" FIPT)
1/2" x 2" SCH. 80 NIPPLE (1) PURPLE NON-PRESSURE LATERAL
(1'/REQUIRED) LINE (SIZE AS NOTED ON PLAN)

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT ORIV
s 7\

RECLAIMED 12" POP-UP SPRAY HEAD
WITH EXTERNAL CHECK VALVE | OVEPBY:

3"=1"-0" REV: DATE: 03-05-12
FILE: R-061_12 POP UP SPRAY HEAD.DWG




24" MINIMUM
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6" MINIMUM
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1/2" FIPT x FIPT SCH. 40
SHRUB SPRAY NOZZLE AND SCREEN
WITH PURPLE ADAPTER (SEE SPECIFICATIONS) =/ 90 DEGREE ELBOW (1 REQUIRED)
(2) RIERNAL CHECK VALVE (7) 1/2"x 8" PVC SCH. 80 NIPPLE
(SEE SPECIFIGATIONS) 1/2" FIPT X MIPT SCH. 40
(3) FINISH GRADE (8) 96 DEGREE ELBOW (2 REQUIRED)
S x S x T TEE IN LATERAL LINE
ADJACENT HARDSCAPE ..
(P APPLICASLE) (LATERAL SIZE x 1/2" FIPT)
: PURPLE NON-PRESSURE LATERAL
1/2" PVC SCH. 80 RISER
(UENGTH VARIES) (19) [INE (SIZE AS NOTED ON PLAN)

RECYCLED WATER
WARNING STICKER

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT RN
RECLAIMED SHRUB SPRAY ON RISER

APPROVED BY:
WITH CHECK VALVE

3"=1'-0" REV: DATE: 03-05-12

FILE: R-062_SHRUB RISER - RDWG



NOTE:

INSTALL SO THAT RISER
ASSEMBLY IS 90 DEGREE
PERPENDICULAR TO FINISH
GRADE

(ARG SAD W

<

SHRUB SPRAY NOZZLE AND SCREEN
WITH PURPLE ADAPTER (SEE SPECIFICATIONS

EXTERNAL CHECK VALVE
(SEE SPECIFICATIONS)

@ FINISH GRADE

@ 1/2" PVC SCH. 80 RISER
(LENGTH VARIES)

1/2" FIPT x FIPT SCH. 40
90 DEGREE ELBOW (1 REQUIRED)

) 4/
74,

B,
LI,

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

©

HEE@M®

) @ 1/2" x 8" PVC SCH. 80 NIPPLE
1/2" EIPT X MIPT SCH. 40
90 DEGREE ELBOW (2 REQUIRED)

S xS xTTEE IN LATERAL LINE
(LATERAL SIZE x 1/2" FIPT)

PURPLE NON-PRESSURE LATERAL
LINE (SIZE AS NOTED ON PLAN)

RECYCLED WATER
WARNING STICKER

RECLAIMED SHRUB SPRAY ON RISER (ON SLOPE)

WITH CHECK VALVE

APPROVED BY:

3|l=1 |_Oll

REV:

DATE: 03-05-12

FILE: R-063_SHRUB RISER SLOPE - RDWG




NOTE:

INSTALL EXTERNAL 24" MINIMUM
CHECK VALVES ON ’
ALL SPRAYHEADS .anme_mm ]

THAT ARE GREATER
THAN 8 VERTICAL
FEET IN ELEVATION

RIS

q‘ H‘

H*HH \*HHH*H
LOWER THAN THE = m HHH*W*
HIGHEST POINT ON Ni==
THE COMBINED T R T VTR
- ] e — || ===
LATERAL LINE FOR == =T | = ST
THE ENTIRE ZONE. H*H\*HHH* — || I =

) H‘ H‘

7 Al e N
8 =] ,I - N E
6
POP-UP ROTOR HEAD WITH PURPLE 3/4" FIPT x FIPT SCH. 40
CAP (SEE SPECIFICATIONS) 50 DEGREE ELBOW {1 REQUIRED)
EXTERNAL CHECK VALVE " 8"
(SEE SPECIFICATIONS) (7) 314" x 8" PVC SCH. 80 NIPPLE

e 3/4" FIPT X MIPT SCH. 40

(3) FINISH GRADE 90 DEGREE ELBOW (2 REQUIRED)

ADJACENT HARDSCAPE S xS xTTEE IN LATERAL LINE

(IF APPLICABLE) @ (LATERAL SIZE x 3/4" FIPT)

1/2" x 2" SCH. 80 NIPPLE PURPLE NON-PRESSURE LATERAL
@ (1/ Ré(.)UISI'\E;ED)80 @ LINE (SIZE AS NOTED ON PLAN)

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT ORIV
s 7\

RECLAIMED 6" POP-UP ROTOR

APPROVED BY:
WITH EXTERNAL CHECK VALVE
3"=1"_0" REV: DATE: 03-05-12

FILE: R-070_6 POP UP ROTOR - RDWG




NOTE:

INSTALL EXTERNAL
CHECK VALVES ON
ALL SPRAYHEADS
THAT ARE GREATER
THAN 8 VERTICAL
FEET IN ELEVATION

24" MINIMUM

i 0l “—ML'JL VAW ey
— =i | —

k : ‘ H‘

i *HHH V!

LOWER THAN THE . 5 ‘ \ \

HICHEST POINT ON == B = = =TT
THE COMBINED EEEIE TN
NON-PRESSURE === ===l ==
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THE ENTIRE ZONE. I S
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POP-UP ROTOR HEAD WITH PURPLE 3/4" FIPT x FIPT SCH. 40
CAP (SEE SPECIFICATIONS) 90 DEGREE ELBOW (1 REQUIRED)
EXTERNAL CHECK VALVE 3/4" x 8" PVC SCH. 80 NIPPLE
(SEE SPECIFICATIONS) @ X CsC

e 3/4" FIPT X MIPT SCH. 40

(3) FINISH GRADE 90 DEGREE ELBOW (2 REQUIRED)

ADJACENT HARDSCAPE S xS xTTEE IN LATERAL LINE

(IF APPLICABLE) @ (LATERAL SIZE x 3/4" FIPT)

1/2" x 2" SCH. 80 NIPPLE PURPLE NON-PRESSURE LATERAL
@ (1/ Ré(.)UISI'\E;ED)80 @ LINE (SIZE AS NOTED ON PLAN)

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT ORIV
s 7\

RECLAIMED 12" POP-UP ROTOR

APPROVED BY:
WITH EXTERNAL CHECK VALVE
3"=1"_0" REV: DATE: 03-05-12

FILE: R-071_12 POP UP ROTOR - R.DWG




NOTE:

ADJUST PLANT MATERIAL SO AS
NOT TO OBSTRUCT ROTOR
HEAD
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3/4" FIPT X FIPT SCH, 40
GEAR DRIVEN ROTOR WITH
PURPLE CAP (SEE SPECIFICATIONS) 90 DEGREE ELBOW (1 REQUIRED)
SPRINKLER STABILIZER BAR e
() TRSERSTABILIZES 3/4" x 8" PVC SCH. 80 NIPPLE
3/4" FIPT X MIPT SCH, 40
(3) RELSPEGIFICATIONS 'E 90 DEGREE ELBOW (2 REQUIRED)
(3) EXTERNAL CHECK VALVE PURPLE NON-PRESSURE LATERAL LINE
(SEE SPECIFICATIONS) (SIZE NOTED ON PLAN)
" oan Sx S x T TEE IN LATERAL LINE
(5) 3/4"x 24" PVC SCH. 80 RISER (11) {ATERAL LINE SIZE x 14" FIPT)
RECYCLED WATER
(&) FINISH GRADE WARNING STICKER

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

RECLAIMED SHRUB ROTOR ON RISER 2—/
WITH CHECK VALVE ArROVER BT

74T 10N 9

11/2"=1'-0" REV: DATE: 03-05-12

FILE: R-072_ROTOR RISER - RDWG




NOTE:
ADJUST PLANT MATERIAL SO AS
NOT TO OBSTRUCT ROTOR HEAD

INSTALL SO THAT RISER
ASSEMBLY IS PERPENDICULAR TO
FINISH GRADE
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3/4" FIPT X FIPT SCH. 40 &
GEAR DRIVEN ROTOR WITH
PURPLE CAP (SEE SPECIFICATIONS) 90 DEGREE ELBOW (1 REQUIRED)
SPRINKLER STABILIZER BAR "y 8"
(2) GRNKER STABILZES 3/4" x 8" PVC SCH. 80 NIPPLE
3/4" FIPT X MIPT SCH. 40
(3) RELSPEGFICATIONS 30 DEGREE ELBOW (2 REQUIRED)
(2) EXTERNAL CHECK VALVE (10) PURPLE NON-PRESSURE LATERAL LINE
(SEE SPECIFICATIONS) (SIZE NOTED ON PLAN)
" oan S x S x T TEE IN LATERAL LINE
(5) 3i4"x 24" PVC SCH. 80 RISER (LATERAL LINE SIZE x 3/4" FIPT)
RECYCLED WATER
(6) FINISH GRADE WARNING STICKER

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT ORIV
s 7\

RECLAIMED SHRUB ROTOR ON RISER (ON SLOPE)
WITH CHECK VALVE APPROVED BY:

11/2"=1'-0" REV: DATE: 03-05-12

FILE: R-073_ROTOR RISER SLOPE - RDWG




PURPLE PVC LATERAL LINE FROM
ELECTRIC CONTROL VALVE

@ PURPLE PVC SUPPLY MANIFOLD

@ MANIFOLD TO ELBOW CONNECTION

®
@
@
\\¥@ @ PURPLE DRIP LINE LATERAL
6
6

AIR/VACUUM RELIEF VALVE
AT EACH HIGH POINT

@ AIR/VACUUM RELIEF LATERAL

2|

@ PURPLE PVC FLUSH MANIFOLD

@ PURPLE PERIMETER LATERALS
12" FROM EDGE

@ HARDSCAPE EDGE

@ FLUSH VALVE
PLUMBED TO FLUSH AT LOW POINT

—®
//_@ IN PURPLE VALVE BOX
@

SIS d B 6 J]
PLAN
NOTES:

1. INSTALLATION TO BE COMPLETED IN ACCORDANCE WITH
MANUFACTURER'S SPECIFICATIONS.

2. THE TOTAL LENGTH OF ALL INTERCONNECTED DRIP LINE
SHALL NOT EXCEED THE MAXIMUM RUN LENGTH.

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

RECLAIMED SUBSURFACE PIPE AND TUBING LAYOUT

APPROVED BY:
END FED CONFIGURATION
N.T.S. REV: DATE: 03-05-12

FILE: R-080_SUBSURFACE PIPE END FED - R.DWG



ISOMETRIC

@ FINISH GRADE OF MULCH LAYER
@ 2" TUBING DEPTH

SCH. 40 PVC TEE / ELBOW .‘(
SXSXS/SXS 35
COMPRESSION / BARBED ADAPTER

(GLUE INTO PVC TEE / ELBOW)

PURPLE PVC MANIFOLD/SUPPLY LINE
FROM DRIP VALVE AND FILTER

PURPLE DRIP LINE WITH INTEGRAL EMITTERS
2" BELOW FINISH GRADE OF TOP SOIL

@ COMPRESSION / BARBED ELBOW

PURPLE DRIP LINE

NOTES:

INSTALLATION TO BE COMPLETED IN ACCORDANCE WITH MANUFACTURER'S
SPECIFICATIONS.

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT RV
(9&’

RECLAIMED SUBSURFACE PIPE AND TUBING MANIFOLD
END FED CONFIGURATION APPROVED BY:

N.T.S. REV: DATE: 03-05-12

FILE: R-081_SUBSURFACE MANIFOLD END FED - RDWG




PURPLE PVC LATERAL LINE FROM
ELECTRIC CONTROL VALVE

@ PURPLE PVC EXHAUST
@ MANIFOLD TO ELBOW CONNETION

@ PURPLE DRIP LINE LATERAL

AIR/VACUUM RELIEF VALVE
AT EACH HIGH POINT

= tO——
= O
= O
= O

Lobddddd b be

@ AIR/VACUUM RELIEF LATERAL

@ PURPLE PVC FLUSH MANIFOLD

@ PURPLE PERIMETER LATERALS
12" FROM EDGE

@ HARDSCAPE EDGE

@ FLUSH VALVE
PLUMBED TO FLUSH AT LOW POINT
IN PURPLE VALVE BOX

SIS d B 6 J]
PLAN
NOTES:

1. INSTALLATION TO BE COMPLETED IN ACCORDANCE WITH
MANUFACTURER'S SPECIFICATIONS.

2. THE TOTAL LENGTH OF ALL INTERCONNECTED DRIP LINE
SHALL NOT EXCEED THE MAXIMUM RUN LENGTH.

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

RECLAIMED SUBSURFACE PIPE AND TUBING LAYOUT

APPROVED BY:
CENTER FED CONFIGURATION
N.T.S. REV: DATE: 03-05-12

FILE: R-082_SUBSURFACE PIPE CENTER FED - RDWG
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ISOMETRIC

@ FINISH GRADE OF MULCH LAYER \

@ 2" TUBING DEPTH
SCH. 40 PVC TEE / ELBOW
SXSXS/SXS

COMPRESSION / BARBED ADAPTER
(GLUE INTO PVC TEE / ELBOW)

PURPLE PVC MANIFOLD/SUPPLY LINE
FROM DRIP VALVE AND FILTER

PURPLE DRIP LINE WITH INTEGRAL EMITTERS
2" BELOW FINISH GRADE OF TOP SOIL

@ COMPRESSION / BARBED TEE

NOTES:

INSTALLATION TO BE COMPLETED IN ACCORDANCE WITH MANUFACTURER'S
SPECIFICATIONS.

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT RV
(9&’

RECLAIMED SUBSURFACE PIPE AND TUBING MANIFOLD
CENTER FED CONFIGURATION APPROVED BY:

N.T.S. REV: DATE: 03-05-12

FILE: R-083_SUBSURFACE MANIFOLD CENTER FED - R.DWG
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SUBSURFACE TUBING DEPTH
(SEE SPECIFICATIONS)
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@ FINISH GRADE

10" ROUND PURPLE VALVE BOX DRILL HOLES
INTO BOX AT SAME DEPTH AS TUBING.

HEAT BRAND "AR" ON THE LID IN 1" ;
3/4" GRAVEL SUMP IN, UNDER AND
TALL LETTERS AROUND VALVE BOX. FILL TO TOP OF
@ AMENDED SOIL MIX VALVE BOX HOLES
(REFER TO PLANTING PLANS)

e INSTALL FILTER FABRIC AROUND

AIR VACUUM RELIEF VALVE GRAVEL SUMP

(SEE SPECIFICATIONS)

RECYCLED WATER WARNING
PURPLE SUBSURFACE TUBING
(5) [StE SPECIPCATIONS) TAG (PER LOCAL STANDARDS)
NOTE:
@ PVC SCH. 40 COMP X FIPT X COMP TEE LOCATE AIR\VACUUM RELIEF VALVES

AT ALL HIGH POINTS IN SUB SURFACE
TUBING SYSTEMS

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT s\«’v

RECLAIMED AIR / VACUUM RELIEF VALVE](4

APPROVED BY:
ON SUBSURFACE TUBING
3"=1"_0" REV: DATE: 03-05-12

FILE: R-084_AIR RELIEF ON TUBING - RDWG
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FINISH GRADE RECYCLED WATER WARNING
(REFER TO PLANTING PLANS TAG (PER LOCAL STANDARDS)

AND SPECIFICATIONS)

@ 6" ROUND PURPLE PLASTIC VALVE BOX
HEAT BRAND "AR" ON THE LID IN 1" TALL LETTERS

3/4" GRAVEL SUMP IN, UNDER AND AROUND
VALVE BOX (FILL TO TOP OF HOLES)

INSTALL FILTER FABRIC AROUND
GRAVEL SUMP

NOTE:
AIRIVACUUM RELIEF VALVE USE ONE AIR/VACUUM RELIEF
WITH 1/2" MIPT VALVE PER EVERY 7 GPM ON EACH
1/2" T X T SCH. 40 PVC ZONE. REFER TO MANUFACTURER'S
COUPLER SPECIFICATIONS.

1/2" SCH. 80 PVC NIPPLE
SIZE AS NEEDED

@ PURPLE LATERAL LINE SIZE X 1/2" FIPT
90 DEGREE ELBOW

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT
RECLAIMED AIR / VACUUM RELIEF VALVE
ON PVC APPROVED BY:

11/2"=1"-0" REV: DATE: 03-05-12

FILE: R-085_AIR RELIEF ON PVC - RDWG
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@ SHRUB OR GROUNDCOVER
(TYPICAL, SEE PLANTING DETAILS)

@ 2" - 4" BARK MULCH LAYER

@ AMMENDED SOIL MIX
(REFER TO PLANTING SPECIFICATIONS)

PURPLE SUB-SURFACE TUBING, BURIED INTO SOIL MIN. 2"
(REFER TO IRRIGATION LEGEND)

TUBING STAKE (SEE

SPECIFICATIONS FOR SPACING
AND MODEL NUMBER)

PURPLE TUBING SPACING VARIES 12" - 18"

ON CENTER BASED ON EMITTER
SPACING

PURPLE TUBING DEPTH VARIES 4"-6"
PER MANUFACTURER'S GUIDELINES

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

RECLAIMED SUBSURFACE TUBING SPACING AND DEPTH

APPROVED BY:

11/2"=1"-0" REV: DATE: 03-05-12

FILE: R-086_SUBSURFACE SPACING - R.DWG



TOP OF SLOPE

TOE OF SLOPE

Q || o
MANUAL FLUSH VALVE ASSEMBLY
(D N PUREE Bon (SEE DETAIL) (5) CHECK VALVE
DRIP VALVE ASSEMBLY
EMITTER ON FLEXIBLE RISER
@ (SEE DETAIL) (SEE DETAIL)
SWING ASSEMBLY FOR SLOPE TRANSITION
SHRUB SPACING
(VARIES - SEE PLANTING PLANS) (IF APPLICABLE)
PRESSURE REGULATOR PURPLE IRRIGATION PRESSURE
IN PURPLE BOX SUPPLY LINE

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT \
RECLAIMED POINT TO POINT IRRIGATION %—/
WITH BELOW GRADE LATERALS [ "

74T 10N

N.T.S. REV: DATE: 03-05-12

FILE:R—090_POINT TO POINT BELOW GRADE — R.DWG



NOTE:

INSTALL DRIP EMITTER INSIDE OF
PLANT WATERING BASING ADJACENT
TO ROOT BALL

)

Q@@ @®

:: & AR I RS X > -
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= o SN AN S
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==L

@ SHRUB OR GROUNDCOVER @ AMENDED BACKFILL

@ PLANT WATERING BASIN @ 1/2" x 12" FLEXIBLE PVC

PURPLE EMITTER NOZZLE AND
SCREEN, SEE SPECIFICATIONS @ PLANT ROOT BALL

H 4 T TEE (OR ELBOW
(4) MULCH PER PLANTING DETAILS LATERAL SIZE % 12 Py )

@ PURPLE LATERAL LINE

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT \
RECLAIMED EMITTER ON FLEXIBLE RISER % /A
WITH BELOW GRADE LATERAL LINE |

74T 10N

11/2"=1"-0" REV: DATE: 03-05-12

FILE: R—091_EMITTER ON RISER BELOW GRADE.DWG
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PVC SCH 40 FIPT X FIPT ELL

SLIP X MIPT SCH. 40 PVC ADAPTER

(2 REQUIRED) (3 REQUIRED)

10" ROUND PURPLE VALVE BOX (SEE @ FINISH GRADE

SPECIFICATIONS, DO NOT CUT ;

ADDITIONAL HOLES INTO BOX) 8" PVC SCH 80 RISER

] 3/4" GRAVEL SUMP IN, UNDER AND AROUND

E,%CLEUS,L%SF%? ‘;ES;E?N'%LE VALVE BOX (FILL TO TOP OF HOLES)

OUTSIDE OF BOX @ INSTALL FILTER FABRIC AROUND
GRAVEL SUMP

PVC BALL VALVE (LINE SIZE) PURPLE DRIP TUBING LATERAL LINE
(SEE SPECIFICATIONS)

@ CLOSED NIPPLE (2 REQUIRED) RECYCLED WATER WARNING

TAG (PER LOCAL STANDARDS
COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

RECLAIMED MANUAL FLUSH VALVE ASSEMBLY
FOR POINT TO POINTDRIP |7 OV BY

3"=1'-0" REV: DATE: 03-05-12

FILE: R-092_MANUAL FLUSH-POINT TO POINT - R.DWG
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12" POP-UP SPRAY HEAD WITH PURPLE CAP

(SEE SPECIFICATIONS)
INSTALL (1) ONE VAN NOZZLE PER
STANDARD PRODUCTS LIST, AND
ADJUST TO CLOSED POSITION.

@ FINISH GRADE

@ 1/2" x 2" SCH. 80 NIPPLE
(1 REQUIRED)

1/2" FIPT x FIPT SCH. 40
90 DEGREE ELBOW (1 REQUIRED)

COUNTY OF RIVERSIDE TRANSPORTATION DEPARTMENT

1/2" x 8" PVC SCH. 80 NIPPLE

1/2" FIPT X MIPT SCH. 40
90 DEGREE ELBOW (2 REQUIRED)

S xS xTTEE IN LATERAL LINE
(LATERAL SIZE x 1/2" FIPT)

NON-PRESSURE LATERAL LINE
(SIZE AS NOTED ON PLAN)

NOTE:

INSTALL (1) ONE DRIP OPERATION
INDICATOR NEAR VALVE BOX FOR
EACH DRIP ZONE. MARK LOCATION
FOR APPROVAL BY LMD
REPRESENTATIVE PRIOR TO
INSTALLATION.

OF RIvEN
< "6? \

DRIP OPERATION INDICATOR

oo*

POP-UP TYPE

APPROVED BY:

3|l=1 |_Oll

REV: DATE: 03-05-12

FILE: R-093_DRIP OPERATION INDICATOR-R.DWG



